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Item # Ext. VE/VM  Item Discipline/Trade
DD Reconciled Value 

(Avg of Estimates)
Accepted 8/4 Accepted 9/15

3
Reduce number of outdoor classrooms on south of academic wing 

from 4 to 3.

Site
($53,809) ($53,809)

9
Reduce advanced lighting controls from 100% addressable lights to 

60%

Electrical
($41,573) ($41,573)

17 B Remove interior light shelf Interiors ($122,010) ($122,010)

36
Plumbing - Overflow drainage; install scuppers at roof edge ilo 

internally piped overflow drainage

Plumbing
 $(59,800) ($59,800)

38

Electrical: Change PVC 40 to EB conduit for Utility primary duct bank. 

Note Utility primary will need confirmation from CMLP.   

Electrical

 $(4,640) ($4,640)

39
Electrical: Change PVC 40 to EB conduit for Communications exterior 

duct bank

Electrical
 $(17,400) ($17,400)

40
Electrical: Change PVC 40 to EB conduit for Building secondary and 

underground feeders 

Electrical
 $(13,920) ($13,920)

41
Electrical: Change PVC 40 to DB conduit for branch circuit wiring 

(lighting and power)

Electrical
 $(11,600) ($11,600)

47
Reduce underslab insulation from 4" to 2", Maintain 4" at 6' around 

the perimeter

Architecture
 $(95,856) ($95,856)

48
Reduce exterior wall mineral wool insulation from 8" to 6" Architecture

 $(139,440) ($139,440)

49 Reduce roof polyiso isulation from 10" to 8" Architecture  $(239,096) ($239,096)

53 Combine Gym and Auditorium AHUs Mechanical  $(72,600) ($72,600)

54 Replace exposed corridor ceilings (K-13) with ACP-1 ceilings Architecture  $(32,768) ($32,768)

55 Change quarry tile floor and base with epoxy at Kitchen Interiors  $(46,905) ($46,905)

57 B Reduce ceramic wall tile in all toilet rooms to 6' on all walls Interiors  $(183,944) ($183,944)

61
Reduce concrete slab thickness to 4" at classroom wing.  Maintain 5" 

at Auditorium and Gym

Structure
 $(58,918) ($58,918)

64 Eliminate Vape Detection System Electrical  $(48,804) ($48,804)

69
Eliminate full height built-in shelving at Media Center (all shelving to 

be FF&E)

Interiors
 $(75,133) ($75,133)

73
Revise Ever Alert Master Clock system (proposed proprietary) to 

traditional wireless master clock system

Electrical 
 $(91,804) ($91,804)

79 A
Replace granite bollards with concrete filled galvanized steel bollards Site

 $(126,291) ($126,291)

TOTALS DO NOT TOTAL ($1,109,369) ($426,940)

$86,105,312 
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